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COLLAR SECTION /"o
NOTES
1. SEE SHEET SD—01 FOR SPECIFICATIONS AND ADDITIONAL
NOTES/DETAILS.
2. IF A KNOCK—OUT IS USED, THE COLLAR SHALL COVER

THE ENTIRE SIDE OF THE STRUCTURE.

. CONCRETE FOR COLLARS SHALL BE VIBRATED.
. COLLARS SHALL BE FORMED. AFTER COMPLETION OF COLLARS,

FORMS SHALL BE REMOVED.

. EPOXY SHALL BE INSTALLED PER MANUFACTURER'S RECOMMENDATIONS.
. 2" MIN COVER FOR DOWELLS IN ALL DIRECTIONS.
. ALL CONCRETE SHALL MEET THE REQUIREMENTS SPECIFIED IN SECTION 03000

AND 03300. NO BAG MIX. BATCH PLANT ONLY.
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